
ii. Section 90.5, entitled "Mandatory Rules, Pennissive Rules, and Explanatory 
Material," is amended to add "except as outlined under N.J.A.C. 5:23-3. 16(a)2i" after the 
word "Code" in line 6 under paragraph (C). 

3. Chapter 1 of the electrical subcode, Article 100, entitled "Definitions," is amended as 
follows: 

i. The definition of the term "approvedt1 is amended to delete the phrase "the authority 
having jurisdiction" and substitute in lieu thereof, the phrase "electrical subcode official. 
Approval shall be in accordance with N.J.A.C. 5:23-3.7, 3.8 and 3.8A." 

ii. The definition of "Authority having jurisdiction" is replaced with "Unless otherwise 
specifically noted, the authority having jurisdiction for the Electrical Subcode shall be the 
Electrical Subcode Official." 

iii. The definition of the term "building" is deleted and in lieu thereof, substitute the
 
definition of the term "building" found in N.J.A.C. 5:23- 1.4".
 

4. Chapter 2 of the electrical subcode, entitled "Wiring and Protection," is amended as
 
follows:
 

i. Section 21 0.12(B) ofArticle 210, entitled "Branch Circuits," is amended to insert the 
following sentence at the end ofthe section, "This requirement shall be considered 
optional." 

5. Chapter 3 of the electrical subcode, entitled "Wiring Methods and Materials," is 
amended as follows: 

i. Section 300.4(A)(l) is amended to delete the words from "so that the edge ...n on 
line four through "... cannot be maintained" on line six and in lieu thereof substitute "as 
required by the building subcode. Where the distance from the edge of the hole to the 
nearest edge of the wood member is less than 32 mm (1 1/4 inches)." 

ii. Section 334.12(A)(I) is deleted in its entirety. 

6. Chapter 5 of the electrical subcode, entitled "Special Occupancies," is anlended as 
follows: 

i. Sections 514.11 (B) and 514.11 (C) are amended to delete the phrase "authority 
having jUrisdiction" and substitute in lieu thereof the phrase "fire protection subcode 
official." 



ii. Part II ofArticle 550, entitled "Mobile Homes, Manufactured Homes, and Mobile 
Home Parks" comprising sections 550.11 through 550.25 is deleted. Section 550.10 shall 
be retained. 

(1) Exception--Part II is retained in its entirety in the case ofmobile/manufactured 
homes undergoing repair, renovation, or alteration. 

(A) Section 550.25 is amended to add the following sentence at the end of the section: 
"This requirement shall be considered optional." 

iii. In Article 551, entitled "Recreation Vehicles and Recreation Vehicle Parks," delete 
from the title the words "Recreational Vehicles and. tf 

(1) Section 551.1 is amended to delete the phrase "within or on recreational vehicles" 
on line 2. 

(2) Parts II, III, IV, V and VI, comprising sections 551.10 through 551.60, are deleted 
in their entirety, with the exception of Figure 551.46(C), which shall be retained. 

iv. The following amendments are made to Article 552, entitled "Park Trailers": 

(1) Parts II and III comprising sections 552.10 through 552.20 are deleted in their 
entirety. 

(2) Part IV comprising sections 552.40 through 552.59 is deleted with the exception of 
sections 552.43, 552.44 and 552.47 which shall be retained. 

(3) Part Vis deleted in its entirety. 

(c) A newly installed automatic lawn sprinkler system, where such systems are not 
prohibited by local ordinance, shall be equipped with an automatic rain sensor device or 
switch that will override the irrigation cycle of the automatic lawn sprinkler system when 
rainfall ofmore than one-half inch has occurred. 



5:23-6.3 Definitions 

The words and tennsused in this subcode shall have the following meanings unless the 
context clearly indicates otherwise. Any term not defmed herein which is defined in any 

. of the other subcodes of the Unifonn Construction Code shall have the meaning as 
defined in that subcode. Where a tenn is defined in this subcode and is also defmed in 
another subcode, then the tenn shall have the meaning as defined herein wherever it is 
used in this subcode. 

"Addition" means an increase in the footprint area of a building or an increase in the
 
average height of the highest roof surface or the number ofstories of a building.
 

"Alteration" means the rearrangement ofany space by the construction of walls or 
partitions or by a change in ceiling height, the addition or elimination of any door or 
window, the extension or rearrangement of any system, the installation of any additional 
equipment or fixtures and any work which reduces the loadbearing capacity ofor which 
imposes additional loads on a primary structural component. 

"Change ofuse" means a change from one use to another use in a building or tenancy or 
portion thereof 

"Dormitory" means a building, or portion thereof, containing rooms which are provided 
as residences or for overnight sleeping for individuals or groups, and includes those 
residences utilized by fraternities or sororities which are recognized by or owned by a 
school or institution of higher education, but does not include those residences or 
multiple dwellings utilized by students which are not recognized by or owned by a school 
or institution of higher education. "Dormitory" is not to include a building used primarily 
to house faculty or a multiple dwelling in which occupancy of each dwelling unit is 
limited to persons who are members of a single family group. 

"Equipment" or "fixturett means plumbing, heating, electrical, ventilating, air 
conditioning, refrigerating and fire protection equipment, elevators devices, boilers, 
pressure vessels and other mechanical facilities or installations, which are related to 
building services and shall not include manufacturing, production or process equipment, 
but which shall include any connections from building services to process equipment. 

"Group" means the group classification of the building subcode. 

"Load bearing element" means· any column, beam, joist, girder, wall, floor or roof 
sheathing which supports any load in add'ition to its own weight. 

"New building element" means anyone of the elements listed in N.J.A.C. 5:23-6.9 that 
did not exist previously. 

"Primary function space" means a room or space housing a major activity for which the 
building or tenancy is intended including, but not limited to, office area, auditorium, 
assembly space, dining room, bar or lounge, warehouse, factory, dwelling, care, 
confinement, retail, and educational spaces, but not including kitchens, bathrooms, 
storage rooms or other spaces supporting a primary function space; a building or tenancy 
may contain more than one primary function space. 



"Primary structural component" means any component of the primary load bearing
 
structure of a building including footings, piles, foundations, columns, girders, beams,
 
joists, wind or seismic bracing but not including, for the purposes of this subcode,
 
sheathing or subflooring.
 

"Reconstruction" means any project where the extent and nature of the work is such that 
the work area cannot be occupied while the work is in progress and where a new 
certificate of occupancy is required before the work area can be reoccupied. 
Reconstruction may include repair, renovation, alteration or any combination thereof 
Reconstruction shall not include projects comprised only of floor finish replacement, 
painting or wallpapering, or the replacement ofequipment or furnishings. Asbestos 
hazard abatement and lead hazard abatement projects shall not be classified as 
reconstruction solely because occupancy of the work area is not pennitted. 

"Rehabilitation" means the repair, renovation, alteration or reconstruction of any
 
building or structure.
 

"Renovation" means the removal and replacement or covering ofexisting interior or 
exterior finish, trim, doors, windows, or other materials with new materials that serve the 
same purpose and do not change the configuration of space. Renovation shall include the 
replacement of equipment or fixtures. 

"Repair" means the restoration to a good or sound condition of materials, systems and/or 
components that are worn, deteriorated or broken using materials or components identical 
to or closely similar to the existing. 

"System" means the primary structural, mechanical, plumbing, electrical, fire protection, 
or occupant service components of a building including any equipment, fixtures, 
connections, conduits, wires, pipes, ducts, as well as any associated sensors, controls, 
distribution or safety elements. 

"Technically infeasible" means, in connection with accessibility requirements, a change 
that has little likelihood ofbeing accomplished because the existing structural conditions 
require the removal or alteration ofa loadbearin,g member that is an essential part of the 
structural frame, or because other existing physical or site constraints prohibit 
modification or addition of elements, spaces or features which are in full and strict 
compliance with the minimum requirements for new construction and which are 
necess.ary to provide accessibility. 

"Tenancy" means an entire building or that portion of a building or story which is or is 
intended to be under the control of a single owner or tenant. 

"UFC fire barrier" means a continuous membrane,either vertical or horizontal, such as a 
wall or floor assembly, that is designed and constructed with a specified fire resistance 
rating and located to limit the spread of fire and restrict the movement of smoke. Such 
barriers may have protected openings when a specific fire resistive rating is indicated by 
this subcode. 



"Use" means that portion ofa building or tenancy which is devoted to a single group or 
special use or occupancy as defined in the building subcode or as established by the 
provisions of any other subcode for the purpose of specifying special requiremeIits 
applicable to that portion of a building or tenancy. 

uWork area" means any entire use, primary function space, or tenancy comprising all or 
part of a reconstruction project as delineated on the approved permit application and/or 
plans. 

5:23-6.8 Materials and methods 

(a) The following requirements shall be met for materials and installation methods for all 
items that are part of the applicant's proposed project for all categories ofwork other than 
repair as defined in N.J.A.C. 5:23-6.3. 

1. Where sections listed below reference other sections not listed below, those sections
 
shall apply within that limited context.
 
(d) Electrical Materials and Methods. The following sections of the electrical subcode 
(N.J.A.C. 5:23-3.16) shall constitute the electrical materials and methods requirements 
for this subchapter: 

1. Section 90.7, entitled "Examination of Equipment for Safety" of the Introduction, 
Article 90; 

2. All of Chapter 1 entitled "General" except Sections 110.8 Wiring Methods, 110.26 
Spaces About Electrical Equipment (600 Volts, Nominal, or less), 110.32 Work Space 
About Equipment (over 600 Volts, Nominal) and 110.33 Entrance and Access to Work 
Space; 

3. All of Chapter 2 entitled "Wiring and Protection" except Sections 210.52 Dwelling 
Unit Receptacle Outlets, 210.60 Guest Rooms, 210.62 Show Windows, 210.63 Heating, 
Air Conditioning, and Refrigeration Equipment Outlet, 210.70 Lighting Outlets Required 
and 210.11 Branch Circuits Required; 

4. All of Chapter 3 entitled "Wiring Methods"; 

5. All of Chapter 4, entitled "Equipment for General Use" except Section 404.8 
Accessibility and Grouping (switches) and Section 408.8 Clearances (switchboards and 
panelboards); 

6. All ofChapter 5, entitled "Special Occupancies;" 

7. All of Chapter 6, entitled "Special Equipment;" 

8. All of Chapter 7, entitled "Special Conditions;" and 

9. All of Chapter 8 entitled "Communications Systems." 



10. Existing working clearances, clear space, access and entrance dimensions to
 
working spaces, illumination, headroom clearances, and location of overcurrent
 
protection devices shall be allowed to remain without modification.
 

5:23-6.9 New building elements 

(a) 'When the rehabilitation of an existing building creates or includes any building
 
element of a type listed in this section, then the new element shall comply with the
 
requir~ments for such an element established by this section.
 

19. Newly installed (not replacing an existing device) electrical service equipment,
 
switchboards, panelboards, motor control centers and other electrical equipment
 
containing overcurrent, switching or control devices likely to require examination,
 
adjustment, servicing or maintenance while. energized shall conform with the
 
requirements specified in N.J.A.C. 5:23- 6.8, Materials and methods, and, in addition,
 
shall conform with Sections 110.26 (Space About Electrical Equipment--600 Volts,
 
Nominal or Less), 110.32 (Work Space About Equipment--Over 600 Volts, Nominal),
 
110.33 (Entrance and Access to Work Space), 404.8 (Accessibility and Grouping-­

Switches) and 408.8 (Clearances--Switchboards and Panelboards), as applicable, of the
 
electrical subcode. (Electrical)
 

5:23-6.32 Additions 

(a) Any addition to a building or structure shall comply with the requirenlents of the 
Uniform Construction Code applicable to new construction. 

1. Any repair, renovation, alteration or reconstruction work undertaken within an 
existing building in connection with an addition shall comply with the requirements of 
this subchapter. 
(b) No addition shall create or extend any non-conformity in the existing building to 
which the addition is constructed with regard to accessibility, structural strength, egress 
capacity, exit access travel distance or the capacity ofmechanical, plumbing, electrical or 
fire protection system provisions of the basic requirements of this subcode. 

(t) Whenever an addition is made to a detached, single-family dwelling ofGroup R-3 or 
R-5, smoke detectors shall be installed in accordance with the following: 

1. If the cumulative area of all floors of the addition(s) is 25 percent or more of the floor 
area of the largest floor of the existing building, smoke detectors complying with the 
building subcode shall be installed throughout the addition and the existing building. 

2. If the cumulative area of all floors ofthe addition(s) is five percent or more, but less 
than 25 p.ercent, of the floor area of the largest floor of the existing building, hardwired, 
interconnected smoke detectors with battery back-up meeting the requirements ofNFPA 
72, except as otherwise provided in the building or fire protection subcode, shall be 
installed and maintained in each story in the dwelling unit, including basements. (Fire) 



5:23-2.15 Construction permits-application 

(e) Plans, plan review, plan release 

(1) Electrical plans for class III structures may be prepared by persons licensed pursuant 
to "The Electrical Contractors Licensing Act", N.J.S.A. 45:5A-I et seq.; 

(2) Whenever the licensing board pursuant to either of the above Acts shall provide for 
a seal evidencing that the holder is licensed, such shall be acceptable to the enforcing 
agency in lieu of affidavit; 

5:23-4.3A Enforcing agency classification 

(d) Enforcing agencies shall be pennitted to perfonn plan review activities in accordance 
with the agency classification for the use groups listed in the following schedule (keyed 
to section 302.1 of the building subcode): 

1. Class 3 agencies: 

i. Group B less than 7,200 square feet, two stories, 40 feet high; 

ii. Group M less than 4,800 square feet, one story, 40 feet high; 

iii. Group 8-1 less than 4,200 square feet, one story, 40 feet high; 

iv. Group S-2 less than 7,200 square feet, two stories, 40 feet high; 

v. Group R-3 as pennitted in the building subcode and including accessory private 
garages, radio and television antennae and swimming pools; 

vi. Group R-4 as pennitted in the building subcode and including accessory private 
garages, radio and television antennae and swimming pools; 

vii. Group R-5 as pennitted in the building subcode and including accessory private 
garages, radio and television antennae and swimming pools. 


